
STATEMENT OF ENERGY PERFORMANCE

Mitchell Building Date: 6/27/2019

125 N Roberts Year Built: 1949

Helena MT  59620 Parent: Capitol Campus

Baseline: Year 1 Year 2 Year 3 Current:

Energy Date: 12/31/2007 12/31/2012 12/31/2013 12/31/2017 12/31/2018

Energy Star Score: N/A N/A N/A N/A N/A

Gross Floor Area: 133,663 133,663 133,663 133,663 133,663 Sq. Ft.

Heating Degree Days 6,778 7,046 7,351 7,862 7,820

Cooling Degree Days 730 517 579 731 432

Reported Annual Energy Use:

Site Energy Use: 11197.2 3905.2 3982.0 3682.3 3537.6 MBTU

Site EUI: 83,772 29,217 29,791 27,549 26,466 BTU/sq.ft.

Electricity: 3,281,698 1,144,555 1,167,062 1,079,216 1,036,807 kWh

Max Electric Demand: 352 197 221 197 239 kW

Natural Gas: 0 0 0 0 0 Therms

Reported Annual Energy Cost:

Electricity Cost: $264,570 $111,997 $119,576 $117,356 $108,246

Electric Demand Cost: $58,676 $31,351 $33,207 $32,765 $29,633

Natural Gas Cost: $0 $0 $0 $0 $0

Energy Cost/sq.ft. $1.979 $0.838 $0.895 $0.878 $0.810

Weather Normalized Energy Use:

Site Energy Use: 11290.3 3905.2 3982.0 3682.3 3527.3 MBTU

Site EUI: 84,468 29,217 29,791 27,549 26,389 BTU/sq.ft.

Electricity: 3,308,994 1,144,555 1,167,062 1,079,216 1,033,778 kWh

Natural Gas: 0 0 0 0 0 Therms

National Median Energy Use:

Site Energy Use: 7986.1 7921.2 7942.5 7986.4 7887.5 MBTU

Site EUI: 59,748 59,263 59,422 59,750 59,010 BTU/sq.ft.

Annual Greenhouse Gas Emissions (Metric Tons CO2 equivalent):

Direct Emissions: 0.0 0.0 0.0 0.0 0.0

Indirect Emissions: 975.6 340.2 346.9 320.8 308.2

Total Emissions: 975.6 340.2 346.9 320.8 308.2

National Median Annual Greenhouse Gas Emissions (Metric Tons CO2 equivalent):

Total Emissions: 695.8 690.1 692.0 695.8 687.2

% Difference from National Median:

Site EUI: 40.26 -50.73 -49.85 -53.97 -55.09

Total Emissions: 40.21 -50.70 -49.87 -53.89 -55.15

Adjusted Energy Based on Current Year:

Site Energy Use: 11058.9 3888.6 3954.4 3636.7 3537.6 MBTU

Site EUI: 82,737 29,092 29,585 27,208 26,466 BTU/sq.ft.

% Difference Adjusted Site Energy Use

2012 to Baseline -64.84 Note: Adjusted energy use is only available for selected

2013 to Baseline -64.24 properties based on elegibility for Energy Star scores.

2017 to Baseline -67.12

Current to Baseline -68.01

Current to 2013 -10.54


